Notes:
1. For Storage Tank/Solar Operation; DIP Switch #6 of 10 located on Integrated Display Panel should be set ON (UP).
2. With Storage Tank/Solar Operation Enabled, NPE Tankless DHW setting may be set at or near storage tank thermostatic mixing valve temperature output.
3. External recirculation modes may be used with NPE Unit (Burner will maintain recirculation system temperature).