This drawing is intended only as a guide and not as a replacement for professionally engineered project drawings. This concept system drawing does not imply compliance with local building codes. Actual installation may vary depending on installation location and parameters and it must be done in accordance to all local building codes. Verify with local building officials before commencement of system installation.

Recommended pipe size/heater count:

| 1 unit - 3/4" | 2 unit - 1" | 3 unit - 1-3/4" | 4 to 5 units - 1-1/2" | 6 to 8 units - 2" | 9 to 14 units - 2-1/2" | 15 to 16 units - 3" |

NPE-A SERIES TANKLESS WATER HEATER

THREE NPE-A TANKLESS
EXTERNAL RECIRCULATION MODE WITH EXTERNAL CIRCULATOR(S)

J. Garcia  NPE-A-3-ECS-JGD  July 11, 2019