NOTES:
1. FOR STORAGE TANK/GEOTHERMAL OPERATION, DIP SWITCH #6 OF 10 LOCATED ON INTEGRATED DISPLAY PANEL SHOULD BE SET ON (UP).
2. WITH STORAGE TANK/GEOTHERMAL OPERATION ENABLED, NPE TANKLESS DHW SETTINGS MAY BE SET AT OR NEAR STORAGE TANK THERMOSTATIC MIXING VALVE TEMPERATURE OUTPUT.
3. EXTERNAL RECIRCULATION MODES MAY BE USED WITH NPE UNIT (BURNER WILL MAINTAIN RECIRCULATION SYSTEM TEMPERATURE).

(A) FOLLOW GEOTHERMAL UNIT AND TANK MANUFACTURER RECOMMENDATIONS AND REQUIREMENTS.